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518 
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SANITARY WASTEWATER 
LIFT STATION 
SUMP LEVEL 

SEE SHEET I -8 
LINES 806 AND 807 

NORTH EMERGENCY SANITARY 
HOLDING TANK EST-N LEVEL 

SEE SHEET I -8 
LINES 813 AND 814 

SOUTH EMERGENCY SANITARY 
HOLDING TANK EST-S LEVEL 

SEE SHEET I -8 
LINES 820 AND 821 

PILOT TRAVEL 
CENTER SANITARY 

WASTEWATER LIFT STATION 
INFLUENT FLOW 
SEE SHEET I -8 

LINES 827 AND 828 

JUMPER 

JUMPER 

JUMPER 

JUMPER 

£1 
l:0.1.0(+) r \ 

4 - 2 0 mADC 

l :0.1.0(- ) 

rr 
i:0.1.1(+) 

4 - 2 0 mADC 

l :0.1.1(-) 

rr 
:0.1.2(+) 

4 - 2 0 mADC 

l :0.1.2(- ) 

rr 
1:0.1.3(4-) 

4 - 2 0 mADC 

l :0.1.3(- ) 

rr 
0.1.4(+) 

l :0 .1.4(- ) 

rr 
l:0.1.5(+) 

l:0.1.5(-) 

rr 
l:0.1.6(+) 

\ 
N 1:0.1.6(-) 

rr 
l:0.1.7(+) 

l :0 .1.7(- ) 

rr 
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ANALOG INPUT 
MODULE 
RACK 0 
SLOT 1 

IN 0+ 

- 0 

IN 0 -

- 0 

ANALOG 
COMMON 

0 

IN 1 + 

- 0 

IN 1-

—0 

ANALOG 
COMMON 

0 

IN 2+ 

- 0 

IN 2 -

- 0 

ANALOG 
COMMON 

0 

IN 3 + 

- 0 

IN 3 -

- 0 

ANALOG 
COMMON 

0 

IN 4+ 

- 0 

IN 4 -

- 0 

ANALOG 
COMMON 

0 

IN 5 + 

- 0 

I 5 -

•0 
ANALOG 
COMMON 

0 

IN 6+ 

- 0 

IN 6 -

- 0 

ANALOG 
COMMON 

0 

IN 7 + 

- 0 

IN 7-

—0 

ANALOG 
COMMON 

0 

ANALOG I/O WIRING DIAGRAM 
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LIFT STATION SUMP 
LEVEL 

NORTH EMERGENCY SANITARY 
HOLDING TANK EST-N 
LEVEL SIGNAL 

SOUTH EMERGENCY SANITARY 
HOLDING TANK EST-S 
LEVEL SIGNAL 

PILOT TRAVEL CENTER 
SANITARY WASTEWATER 
LIFT STATION INFLUENT 
FLOW 

FUTURE WESTERN 
ADMINISTRATION 
LIFT STATION 
EFFLUENT FLOW 

SPARE 

SPARE 

SPARE 
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CONTINUED 

FROM 
LINE 417 
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120 VAC FROM SHEET I -4 
(LINE 417) 
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AC OUTPUT 
MODULE 
RACK 0 
SLOT 2 

VS 0 

0 -

VS 1 

0 -

VS 2 

0 -

VS 3 

0 -

NOT USED 

0 

VS 4 

0 -

VS 5 

0 -

VS 6 

0 -

VS 7 

0 -

OUT 0 

0— 

OUT 1 

0 -

OUT 2 

0— 

OUT 3 

0— 

NOT USED 

0 

OUT 4 

0— 

OUT 5 

0— 

OUT 6 

0— 

OUT 7 

0— 

VS:0.2.0 
—0 

0:0.2.0 
—0 

FOR OWNER'S 
USE 

VS:0.2.1 
—0 

0:0.2.1 
—0 

FOR OWNER'S 
USE 

VS-.0.2.2 
—0 

0:0.2.2 
—0 

FOR OWNER'S 
USE 

VS:0.2.3 
—0 

0:0.2.3 
—0 

FOR OWNER'S 
USE 

VS:0.2.4 
0 

0:0.2.4 
—0 

> 
FOR OWNER'S 
USE 

VS:0.2.5 
—0 

0:0.2.5 
—0 

FOR OWNER'S 
USE 

VS:0.2.6 
—0 

0:0.2.6 
—0 

FOR OWNER'S 
USE 

VS:0.2.7 
—0 

0:0.2.7 
—0 

FOR OWNER'S 
USE 

120VAC DISCRETE OUTPUT WIRING DIAGRAM 
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CONTINUED 

FROM 
LINE 417 

4012 

PUMP P-1 
TROUBLE 

PUMP P -2 
TROUBLE 

HEAT TRACE 
TROUBLE 

SANITARY WASTEWATER 
LIFT STATION SUMP 
"HIGH LEVEL-

NORTH EMERGENCY STORAGE TANK 
EST-N "HIGH LEVEL" 

SOUTH EMERGENCY STORAGE TANK 
EST-S "HIGH LEVEL" 

FLUID DETECTED IN 
THE SANITARY WASTEWATER 
LIFT STATION SUMP 
SECONDARY CONTAINMENT 

SPARE 

it 
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